
 

 

Type G-S 

Seismic Floor Stands 
 

 
Seismic Floor Stands shall be constructed of structural steel tubing with 
provisions for positively attaching the equipment to the top frame, and 
turning vanes where required. Intermediate vertical members shall be 
provided to allow for a rigid upper frame to support the equipment. Isolators 
shall be provided with the capability of vertical adjustment of +/- 3/4" to 
account for variation in slab elevation. 
 
Isolators shall be of Type 2S or 3S. 


